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NOTES:

1. This drawing is not to be scaled.

2. This drawing is based on the '3294-MA-WORKING_RESIDENTIAL PLOTS' drawing

undertaken by Macfarlane Associates, received 23/01/2025.

3. Cover level's are based on the detailed levels drawing undertaken by Mayer Brown, drawing
number: BHSITTINGBOURNE.2/1040-1050.

4. A 10% allowance for urban creep has been factored in for dwellings.

5. This drawing is to be read in conjunction with all relevant engineering and landscaping
drawings. Any discrepancies are to be reported to the engineer immediately for clarification.
6. All on-site civils and drainage works constructed in accordance with the Mayer Brown Limited

Specification, details and MH schedules.
7. Proprietary items are to be constructed in accordance with manufacturers recommendations

/ requirements.
8. All drainage works shall be carried out in accordance with the requirements of the Local

Authority, the Environment Agency and in conjunction with all relevant British Standards,

Codes of Practice, the Design and Construction Guidance for foul and surface water sewers
and any addendums as appropriate.

9. All gully gratings and manhole frames and covers in the adoptable highway to be D400 and

150mm deep.
10. All new manholes and catchpits are soffit to soffit unless noted otherwise. Invert level shown

is outlet pipe.

11. All drainage shall comply with the typical details and the requirements of BS EN 752 and Part
H of the Building Regulations.

12. The diameters and gradients of the main surface water and foul water carrier drains are
identified on the layout.
13. Cover levels are to be adjusted locally to suit finished ground levels.

14.HEALTH AND SAFETY: The works shall be carried out by specialist competent and

experienced contractors who are members of a recognised national organisation.Operatives

shall have received full and appropriate training for the operations they are to undertake. All

work shall be carried out in accordance with all pertinent Health and Safety Regulations.
15.Refer to drawing BHSITTINGBOURNE.2/1624 for the proposed attenuation basin and

discharge arrangement.
16.Existing ditch to be culverted with twin 450mm diameter plastic twinwall pipes with pre-cast

 NWiFws ~
—CL=7.173 e e
IL = 5.537 =L

D =1.636

e

D=1.777 S %
“Ne, 82
R 9 7%)7@
R X

NW1FW F1.008 150mm
1in 140.0 10.348m

NW1SW8
CL=7.612
IL =5.989
D=1.623

NW1FW7
CL =7.620
IL=5.771 \
D =1.849

NW1SW7
CL =8.092
IL =6.522
D =1.570

FL:& 00

NW1FW6
CL =8.160—/
IL=6.076
D =2.084

§9'15

NW1FW13
~—CL=28.574
IL=6.977
D =1.597

R

flsg 3

NW1FW12
Y CL =9.087
/ IL=7.492 NW1FW11
// D =1.595 35 I CL =9.287
// IL =7.605
D =1.682

NW1FW10
— CL =9.594
/IL=7.806

D=1.788

_/ [ty

2
~N /
’ ZVZPWP /"
= My, \2'\002 &

ISy €750,

5975

, ”’/,

/ NW1FW9
, ,— CL=9683

IL =7.900

A

/

NW1SW11
CL =9.300
IL =7.825
D =1.475

NW1SW10
CL =9.630
IL =8.084 3

D =1.546 ,\ ﬁ
-

NW1SW6
CL =8.336
IL =6.626
D=1.710

R =8, 50

FLs
LNW']FWS
CL =8.341
IL=6.194
D =2.147

8.65

NW1SW2
CL =9.421
IL=7.871

D =1.550
NW1FWA1

CL=9483—
IL = 7.600
D =1.883

RN
b

NW1SW5
CL =8.672 COMPULSORY ACTION.
IL=7.122 NWTF W4
D =1.550 T l(iL_-687-g‘é0 @ INDICATES A RESIDUAL RISK FOR
=6 INFORMATION.
~ D =2.032
< \O\ INDICATES A RESIDUAL RISK REQUIRING A
T~ PROHIBITIVE ACTION.
@ M,
o sy A INDICATES A RESIDUAL RISK AS A WARNING.
~ S
\\/1/@ &003
78, R 93
Ty R 96,
NW1FW3 9570552, %2,
CL=8853 . &3 75 Y 7
IL = 6.966 P e, Sve 11
~ N e
D=1.887 A ~_ S N
\\9 T~ / \\\\\/ _
'35 - .
‘Z
o
NW1FW2 5|3
CL=9.069 —_ 82 =4
IL=7.133 ,\57\ ng 10
D =1.936 o S 23 /
y w|
~ . =4 \ 9
N \ "B 8 |
ad ! ) % 7
\ 06 1 \
" %wsws ‘ gy
/ CL=9.014 | 5
IL =7.464 .
D = 1.55¢ | 4 /

NW1SW1
CL =9.648
IL =8.173
D=1.475

who may use or rely upon this document or the information.

Al ORIGINAL

© Crown copyright and database rights 2025. Ordnance Survey AC0000808122.
1 ya
KEY

PROPOSED SURFACE WATER SEWER AND
MANHOLE

PROPOSED FOUL WATER SEWER AND

O MANHOLE
[ jfi PROPOSED FOUL PUMPING STATION AND
= RISING MAIN
M PROPOSED GULLY AND GULLY CONNECTION
e NETWORK 1 OUTLINE

KEY TO HEALTH AND SAFETY SYMBOLS

INDICATES A RESIDUAL RISK REQUIRING A

=

/3

\&1

3

FOR TENDER
NOT FOR GCONSTRUGCTION -/
T2 Second Issue for Tender. Updated drainage following MD 16/05/2025
client comments (as clouded). (JB)
T1 Initial Issue. (FA) MD 26/02/2025
amendment ‘ checked ‘ date

rev.

mayer brown

Mayer Brown Limited

1FW16
=7.040 —_
£5.100
£ 1.940

NW1SW15

cLra00 |/ 7y,
I1/=5 599 / \ég”? 7 57,
/D =1.801 e
J // L e 7)&5?1‘%;“' =
= A N vV
ORCONTINUA@®ION REFER

THE M

IN VIPEWPORT

Lion House, Oriental Road, Woking, Surrey, GU22 8AR
Telephone 01483 750 508
enquiry@mayerbrown.co.uk www.mayerbrown.co.uk

client

BELLWAY HOMES

NW1SwW17
CL =6.900

IL =5.275 project

D =1.625

0"

WILLOWBROOK, SITTINGBOURNE, KENT

checked by
MD

scale ‘ drawn by

% NW1FW PUMPING STA

1:250 FA

date ‘ cad file

MAY 2025 1029B.DWG

title

MAIN DRAINAGE LAYOUT

~—NW1FW F1.008 150mm [SHEET 11 OF 11]

1in 140.0 10.348m

suitability ‘ revision

T2

Mayer Brown Limited jobcode

BHSITTINGBOURNE.2 -

drawing number

BHSITTINGBOURNE.2/1029B

T~

concrete headwalls and railings, as shown.



file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc
file:///H:/Drawing%20Issue%20Sheets/Planning/Drawing%20Register%20Sheet.doc

	Sheets and Views
	1020-1029B Main Drainage Layouts-1029B


